GENERAL NOTES

1. CAP EXISTING 4" COLD WATER
2. EXISTING 6" FIRE SERVICE TO REMAIN
3. CAP EXISTING 6" SAN. SEWER
4. CAP EXISTING 10" STORM
5. EXISTING GAS METER TO REMAIN
6. CAP N.W.N.GAS PIPING, REMOVE GAS METER AND PIPING DOWN STREAM OF THE METER
7. EXISTING 8" SAN. SEWER TO BE REPAIRED OR REPLACED

A. CAP ALL SERVICES THAT ARE IN THE LIMITS OF THE DEMO SCOPE OF WORK FOR FUTURE CONNECTIONS.
B. ALL EXISTING RESTROOMS NEED TO BE VERIFIED IF ADA COMPLIANT.

MECHANICAL ROOM DEMO

REFERENCE CRAFT CENTER PACKAGE 1

RESTROOMS RECONFIGURED, DEMO

ALL PLUMBING FIXTURES

REFERENCE PACKAGE 2

DEMO EXISTING BACKWATER VALVE

ALL WASTE FROM THE FOOD SERVICE SPACES WILL NEED TO BE DEMO'D AND SEPARATED FROM HUMAN WASTE AND REROUTED TO THE NEW GREASE INTERCEPTOR,

DEMO DEMO DOMESTIC HOT WATER HEAT EXCHANGER, RECIRC PUMP, CONTROLS &

DEMO (E) SUMP PUMP & CONTROLS.,

DEMO (E) (2) FLOOR DRAINS AND PIPING, ROUTED TO THE SUMP. SUMP TO REMAIN,

(E) DOM. WATER METER, BACKFLOW &

FIRE PROTECTION BACK FLOW TO REMAIN

Engineers for a sustainable future

www.glumac.com

Job. No.:

Contact:

ISSUE DATE:

PROJECT NO.:

CHECKED BY:

REVISIONS

These drawings and their content are the property of SERA Architects Inc. and are to be utilized on this project. Reproduction of any part of this material, without the express written permission of SERA Architects Inc. is prohibited.
DEMO PLAN - LEVEL 1 - PLUMBING

These drawings and their content are the property of SERA Architects Inc. and are to be utilized on this project. Reproduction of any part of this material, without the express written permission of SERA Architects Inc. is prohibited.
GENERAL NOTES

A. ALL EXISTING RESTROOMS NEED TO BE VERIFIED FOR ADA COMPLIANT.
DEMO EXISTING SINKS, CAP WATER, WASTE & VENT BACK TO MAINS
REMOVE PIPING EXISTING TO REMAIN

REFERENCES PACKAGE 2

ERE MEMORIAL UNION - RENOVATION & ADDITION
PACKAGE 4

SCALE:  1/16" = 1'-0"