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E3.0

FLOOR PLAN - POWER

 1/8" = 1'-0"
1

FLOOR PLAN - POWER

SHEET NOTESXKEYED NOTES
A REYES ENGINEERING INC. HAS CONDUCTED

PRELIMINARY COORDINATION OF THE ELECTRIC
POWER SERVICE WITH EUGENE WATER AND
ELECTRIC BOARD. CONTRACTOR RESPONSIBLE FOR
FINAL COORDINATION OF ELECTRIC SERVICE WITH
ROBERT WILLIAMS AT EUGENE WATER AND
ELECTRIC BOARD - 541-685-7170.

B EXCEPT WHERE NOTED ON PLANS & SCHEDULES,
ALL RECEPTACLES AND EQUIPMENT SHOWN ON THIS
FLOOR PLAN ARE CONNECTED TO PANEL 1N2-2.

4 STUB CONDUIT FOR FIBER OPTIC SERVICE IN IDF
CLOSET AS DIRECTED BY OWNER. PROVIDE
PULLSTRING.

5 CONTRACTOR TO PROVIDE NEW SERVICE LATERAL
CONDUIT AND CONDUCTORS. COORDINATE
TERMINATION OF CONDUITS WITH EWEB AT VAULT
AS SHOWN. REFER TO SINGLE LINE DIAGRAM ON
SHEET E5.0 FOR CONDUCTOR SIZE AND QUANTITIES.

6 CONTRACTOR TO PROVIDE CONDUIT FOR
CONNECTION TO DOWNTOWN FIBER LOOP. FIBER
OPTIC CABLE TO BE INSTALLED BY OTHERS.
COORDINATE TERMINATION OF CONDUIT WITH EWEB
AND CITY OF EUGENE AT EWEB VAULT AS SHOWN.

1 DIV. 26 CONTRACTOR TO PROVIDE RACEWAYS AS
REQUIRED TO SERVE SECURITY/TELECOM
EQUIPMENT BY OTHERS. COORDINATE EXACT
LOCATIONS AND REQUIREMENTS WITH SECURITY
CONTRACTOR AND/OR EQUIPMENT SUPPLIER.

2 PROVIDE (1) #6AWG BARE OR GREEN COPPER
CONDUCTOR BONDED TO BUILDING EQUIPMENT
GROUND. LEAVE 6 FEET OF EXTRA CONDUCTOR FOR
TERMINATION BY OTHERS.

3 CONTRACTOR TO CONFIRM EXACT CT ENCLOSURE
SIZE AND CONFIGURATION WITH UTILITY PRIOR TO
ORDERING.
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Note
Rough-in Only - leave drop for later

Matt.Norman
Note
Rough-in Only - leave drop for later

Matt.Norman
Note
Added Data Drop in Small Conference Room 108

Matt.Norman
Note
Added Wireless Access Point in Hoteling Area

Matt.Norman
Note
RAIN WAP - provide cabling(use subscript R to denote RAIN)
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Pen
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Pen

Matt.Norman
Note
Add WAP here.

Matt.Norman
Note
Add WAP in this location.
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Add WAP in this location
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Matt.Norman
Note
Split jack for both UO and RAIN

Matt.Norman
Note
Need to include pathway and power for a projector in this space. - 1.5" Conduit - HDMI and CAT5 connections. 

Matt.Norman
Note
1.5" conduit to 4x box

Matt.Norman
Note
Add WAP

Matt.Norman
Note
Total of (5) 2 port drops for this space


